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Re: Southwest Environmental Utilities, L.L.C. - Application for a Certificate of 
Convenience and Necessity (CC&N) to provide Water and Wastewater. 

Preliminary Engineering Report 
Docket NO. WS-20878A-13-0065 

As discussed during a meeting held with Jian Liu and Blessing Chukwu on October 1 O*, 
Southwest Environmental Utilities, LLC is submitting this Preliminary Engineering 
Report to satisfl insufficiencies and to provide additional information to include the 
following: 

0 An overview of the proposed CC&N area, water and sewer infi-astructure planning, 
development and construction phasing, and regulatory requirements. This overview includes 
maps of the proposed CC&N area, the size of each parcel and landowner 
Request for service letters received 
Preliminary Engineering Design Report that includes the Land Use Plan, Preliminary Water 
Design Concept, and Preliminary Sewer Design Concept 
Construction Cost Estimates for onsite and offsite water and sewer infrastructure 

0 

0 

0 

A Preliminary Engineering Report (one (1) hard copy and three (3) electronic copies) was 
submitted to Jian Liu on November 4,201 3 that includes all items listed above, as well as 
the following: 

0 

0 Aquifer Protection Permit Application 
0 

0 

Southwest Environmental Utilities, LLC 0.3 MGD SBR WWTP Design Report 

CAAG 208 Water Quality Plan 
Operating Agreement between the Town of Florence and Southwest Environmental Utilities, 
LLC 

These items are not included in this submittal due to these documents being oversized. 
However, these items are available upon request. 



If you have any questions or comments, please feel free to contact Katherine Nierva at 
(480) 998-3300. 

/a g#f* 
Daniel R. Hodges 
SOUTHWEST ENVIRONMENTAL UTILITIES, L. L. c. 

cc: Del Smith 
Lyn Farmer 
Brian Bozzo 
Connie Walczak 



Southwest Environmental Utilities, LLC 
Preliminary Engineering Report for CC&N Application 

Prepared By: 
Southwest Environmental Utilities, LLC 

5230 E. Shea Blvd. Suite 200 
Scottsdale, AZ 85254 
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Background 

Southwest Environmental Utilities, LLC is applying for a new Certificate of Convenience & Necessity 
(CC&N) for an area located on the southern portion of the Town of Florence. This area includes private 
land in the following sections within Township 5 South, Ranges 9 and 10 East: a portion of Sections 1 
and 12 in Township 5 South, Range 9 East; a portion of Sections 6, 8, 16, 18, 19, 20, 22, and 29, and all 
of Sections 7,27, and 28 in Township 5 South, Range 10 East. The entire proposed CC&N area consists 
of 1,740 acres and is undeveloped open desert land. The land generally slopes in the northwesterly 
direction. See Figure 1 for a map of the CC&N area. Figures 2 and 3 show the proposed CC&N area and 
the existing surrounding utilities that lie within Township 5 South, Range 9 East and Township 5 South, 
Range 10 East, respectively. 

The proposed CC&N area comprises of the future developments: Johnson Ranch Estates, Majestic Ranch, 
Florence Crossing, Sunaire Ranch, Florence Majestic Ranch, Redstone Ranch, and Florence 157. In 
February 2013, the Town of Florence and Southwest Environmental Utilities, LLC entered into an 
Operating Agreement which granted Southwest Environmental Utilities, LLC to be the water and 
wastewater service provider for the proposed CC&N area. 

Development Phasing 

Construction for this area will be divided into two phases, Phase I and Phase 11. Under Phase I 
construction, 19 parcels of the Johnson Ranch Estates subdivision (Parcels B, C, D, E, F, G, H, I, J, K, Z, 
AA, BB, CC, DD, EE, FF, MM, and NN) will be developed. These parcels will be developed into 
residential use, mixed use, a town square, an equestrian facility, and a wastewater treatment plant site. 
Phase I is anticipated to begin in March 2014. Phase I1 construction will consist of the remaining Johnson 
Ranch Estates parcels (Parcels A, L, M, N, 0, P, Q, R, S, T, U, V, W, X, and Y), Majestic Ranch, 
Florence Crossing, Sunaire Ranch, Florence Majestic Ranch, Redstone Ranch, and Florence 157. These 
parcels and subdivisions will be developed into residential and commercial use. Details of the 
construction schedule are fiuther discussed under the Construction Schedule section. Figure 4 shows a 
map delineating each parcel, owner, size, and if a request for service letter was received by the property 
owner. All request for service letters received are included in Appendix A. 

Water System and Infrastructure 

The sources of potable water will be four wells located throughout the service area. The groundwater in 
this area is of sufficient quality that treatment is not necessary. Each well will have its own designated 
storage tank, fi-om which water will be pumped using booster pumps and delivered via a network of 
piping. The water infrastructure will be designed to meet all pressure and fire flow requirements per the 
Arizona Department of Environmental Quality and Southwest Environmental Utilities design standards. 

Water design criteria: 

The following design criteria will be utilized for all areas within the Southwest Environmental Utilities 
service area unless directed otherwise by ADEQ or the A.C.C. 
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0 Average day demand for Residential Use shall equal 100 gallons/day/person at 2.6 persons per 
dwelling unit or 260/gallons/dwelling unit/day. 
Average day demand for Commercial Use, Schools, Parks, Community Centers and Equestrian 
Centers shall equal 1,500 gallons/acre/day. 
Minimum pressure conditions are 20 psi and maximum 80 psi. 
Fire flow demand and storage requirements are 1,000 gpm for 2 hours or per U.F.C., whichever is 
higher. 
Water storage facilities shall be sized to provide a usable volume equal to no less than 
approximately 48% of the peak-day demand plus 120,000 gallons for fire protection. 

0 

0 

0 

Details of the demands, storage volumes, boosting capacity, pipe sizes and material, etc. are included in 
Appendix B, Southwest Environmental Utilities, LLC Preliminary Engineering Design Report. Upon well 
construction, a pump test will be conducted to verify actual well pump flow rates. 

Sewer System and Infrastructure 

Wastewater will be collected by means of onsite sewer lines located within the commercial and 
residential subdivisions and will flow either directly to the wastewater treatment plant, or to a lift station 
and then pumped to the wastewater treatment plant. The sewer infrastructure will consist of two liR 
stations, force mains, gravity mains, and a wastewater treatment plant. The sewer infrastructure will be 
sized and designed to meet the Arizona Department of Environmental Quality and Southwest 
Environmental Utilities design standards. 

Sewer Design Criteria: 

0 

0 

0 

0 

0 

Average daily flow for all residential areas requiring sewers is 80 GPCD. 
1.8 persons/dwelling unit for all Adult Community Residences 
2.6 persons/dwelling unit for all Family Community Residences 
1,000 GPAD for all commercial and school areas 
3.0 Peaking Factor for all commercial and school areas 
250 GPAD for wet weather flow infiltration and inflow 

The wastewater treatment plant for the Southwest Environmental Utilities CC&N area will be a 
sequencing batch reactor plant designed for an average flow rate of 0.3 MGD. This WWTP will be 
located on Parcel E of Johnson Ranch Estates where it will be used to treat domestic and commercial 
wastewater flows. The treatment processes that will be used are a static screen, sequencing batch reactor 
tanks, sand filters, and UV disinfection. 

Construction Schedule 

Construction of the onsite and offsite water and sewer infrastructure will be divided into two phases: 

Phase I: 

Once the approval of the CC&N is received, a final design report, engineering plans for sewer and water 
infrastructure, and all required forms will be submitted to ADEQ for the Approval to Construct. The start 
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of construction is anticipated to start 6 months after CC&N approval. The estimated construction start 
date is June 20 14. 

Construction of WP-1 and associated offsite water infrastructure will begin in June 2014 and completion 
is anticipated December 2014. 

Construction of onsite sewer and water lines for Johnson Ranch Estates Parcels B, C, D, E, F, G, H, I, J, 
K, Z, AA, BB, CC, DD, EE, FF, MM, and NN will begin June 2014 and expected completion is March 
2015. 

Construction of the Wastewater Treatment Plant and offsite sewer infrastructure will begin after approval 
of the CC&N and APP and is estimated to be June 2014. Construction of the Wastewater Treatment Plant 
is expected to be completed in December 2014 and the offsite sewer infrastructure is expected to be 
completed in June 2015. Construction of the Wastewater Treatment Plant is subject to approval of the 
Aquifer Protection Permit. 

Construction of WP-2 and associated offsite water infrastructure will begin January 2015 and completion 
is anticipated July 20 15. 

Phase 11: 

Construction of WP-3 and associated offsite water infrastructure will begin in January 2017 and 
completion is anticipated July 20 17. 

Construction of WP-4 and associated offsite water infrastructure will begin July 2017 and completion is 
anticipated January 20 18. 

Construction for the onsite sewer and water lines Florence Majestic Ranch, Majestic Ranch, Florence 
Crossing, Sunaire Ranch, Redstone Ranch, Florence 157, and the remaining Johnson Ranch Estates 
Parcels will begin in January 20 17 and is expected to be completed in January 20 1 8. 

Lift Station 1 and Lift Station 2 construction is scheduled to begin January 2017 and is anticipated to be 
completed in July 20 17. 

Regulatory Requirements 

Southwest Environmental Utilities is currently in the process of obtaining all the required permits and 
documents for water supply and wastewater disposal and reuse. The following documents have been 
submitted or will be submitted at a later time: 

Water 

0 Assured Water Supply Application will be submitted to Arizona Department of Water Resources 
Capacity Development Application for a New Public Water System will be submitted to Arizona 
Department of Environmental Quality upon approval of the CC&N application. 
Application for Approval to Construct for Water Plant-1 and onsite water and sewer lines for 
Phase 1 will be submitted upon approval of the CC&N Application. 
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Wastewater 

0 Aquifer Protection Permit Application submitted to the Arizona Department of Environmental 
Quality, August 14, 20 13. 
CAAG 208 Water Quality Plan for Southwest Environmental Utilities, LLC, submitted to the 
Central Arizona Association of Governments, September 201 3. 
Arizona Pollutant Discharge Elimination System (AzPDES) Permit, application to be submitted 
subsequent to obtaining the Aquifer Protection Permit. 
Application for Approval to Construct for the wastewater treatment plant and offsite sewer 
infrastructure submitted to Arizona Department of Environmental Quality. Will be submitted 
upon approval of the CC&N Application. 

0 

0 

0 

General 

0 Planned Unit Development approved on December 1,2008 by the Town of Florence. An 
amendment to the Planned Unit Development will be submitted in November 2013. 
Operating Agreement with Town of Florence, signed February 25,2013. 0 

Cost Estimates 

Construction cost estimates for onsite and offsite water and sewer infrastructure are included as Appendix 
C. These estimates were calculated from actual construction costs of similar sized water and sewer 
infrastructure projects. 
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1) 

Town of Florence 
P.0. Box 2670 

775 North Main Street 
Fiorenre, Arizona 85132 

ruww.ff orenCeaz.gov 

TOWN SERVICES 

Building Safety 
868-7573 

Community Development 
868-7575 

Fiance 
868-7624 

Fixe 
868-7609 

Grants 
868-7513 

Human Resources 
868-7545 

Library 
868-831 1 

Municipal Court 
868-7514 

Parks & Reciation 
868-7589 

Police 
868-7681 

Public Works 
868-7620 

, , SeniotCenter 
868-7622 

Towu Attorney 
568-7557 

Februa,ry 25,2013 

c 

George Johnson 
Ssiiihwest Eiiiviioiii-ileiit Utliittcs iii: 
5230 E. Shea Boufevard, Suite 200 
Scottsdale, Arizona 85254 

RE WATER AND WASTEWATER SERVICE TO CONTAIN PORTION OF THE 
TOWN OF FLORENCE CITY LIMITS LOCATED SOUTH OF THE CENTRAL 
ARIZONA PROJECT CANAL 

Dear Mr. Johnson: 

The Town of Florence Supports Southwest Environment Utilities, LLC to 
provide water and wastewater services to certain portions of the 
incorporated town limits located south of the Central Arizona Project Canal 
as referenced in the attached legal description. 

The Town of Florence supports Southwest Environment Utilities, LLC 
application to extend its Certificate of Convenience and Necessity (CC&N) 
for water and wastewater services to this referenced property per the 
operating agreement dated February 19,2013, Fee Number 2013-015706. 

Should you have any questions, please feel free to contact me at (520) 868- 
7558. 

Town Manager 

Attachment: Legal Descriptions for Southwest Environmental Utilities, LLC 
CC&N s 

Copied: James E. Mannato, Town Attorney 
Wayne Costa, Public Work Director 
Fife 

Utility Billing 
865-7680 

Water/wasrewatcr 
868-7677 

http://orenCeaz.gov
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G R O U P  o f  COMPANIES 

"The Power and Rewards cf\lisicn" 

January 9,2013 

Southwest Environmental Utilities, LLC 
Attn: Mr. George Johnson 
5230 E Shea Blvd, Suite 200 
Scottsdde AZ 85254 

Re: Florence Majestic Ranch 

Mr. Johnson, 

FlorenceMajestic Ranch, LL.C. hereby requests that Southwest Environmental 
Utilities, U C  provide water and wastewater service to our Florence Majestic Ranch 
development. A legal description of the Property is attached to this letter as Exhibit A. 
FlorencdMajestic Ranch, L.L.C. will support any and a i l  regulatory approvals necessary 
to providing water and sewer service to our development 

Please call should you have further questions or need additional infomation. 

FLOlRENCElMGlESTIC RANCH, L.L.C. 
By: KT/IRMG Manager, L.L.C. 

Al 

Its Authokized Ofxpcer 

8800 N. Gainey Center Drive Suite 255  J Scottsdale I Arizona 81258 
480-609-L200 f Eax 480-609-1 130 I www.ronmcrae.com 

http://www.ronmcrae.com


Mr. George Johnson 
Southwest Environmental Utilities, LLC 
January 9,2013 
Page 2 

j 

ALL ~' i '  PART CW SZ&TION 18, TOWNSBE 5 SOUTH, RANGE IO EAST 
OF TEE GILA AND SALT RIVER BASE AND MERIDIAN, PINAL COUNTY, 
=ON& DESCRXBED AS FOLLOWS: 

B E G m G  AT THE SOUTHWEST CORNER OF SAID SECTION 18; 

THENCE NORTH 00 DEGREES 49 MINUTES 34 SECONDS EAST, ALONG THE 
WBST LJNE! OF S A I D  SECTION 18, A DISTANCE OF 2629.50 FEET TO THE WEST 
QUARTER CORNER OF S A I D  SECTION 18; 

THENCE NORTH 00 DEGREB 50 MINUTES 11 SECONDS WEST, ALONG THE 
WEST LINE OF S A I D  SECTION 18, A DISTANCE OF 2206.12 FE€lT TO A POINT 
ON THE SOUTJiIJWLY RIGHT-OF-WAY LINE OF STATE HIGHWAY 89; 

"HENCE SOUTH 31 DEGRJ%S 53 IKlHUTES 55 SECONDS EAST ALONG THE 
SOUTHERLY IuG)Flr-OF-WAY LIME OF STATE HIGHWAY 89, A DISTANCE OF 
4655.79 FEET TO A POINT ON TIE NORTH-SOUTH MID-SECTION LINE OF 
SAID SECTION 18; 

T€€ENCE SOUTH 01 DEGREES 47 MINUTES 36 SECONDS EAST, ALONG TWE 

SOUTH QUARTER CORNER OF SAID SECI'ION 18; 
NORTH-SOUTH MID-SECTION LINE, A DISTANCE OF 849.82 FEET .OT THE 

THBMX SOUTH 89 DEGIUZS 14 MINUTES 13 SECONDS WEST, mONG THE 
SOUTH LINE OF SAlD SECTION 18, A DISTANCE OF 2492.72 FEET TO THE 
SO-T CORNER OF S A D  SECTION 18 AND T€€?3 POINT OF 3EGWING. 
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i iviach 2013 

Southwest Environmental Utilities, LLC 
5230 E Shea Blvd, Suite 200 
Scottsdale AZ 85254 

Re: Johnson Ranch Estates 

TO Whom It May Concern, 

Johnson Ranch Estates, LLC hereby requests that Southwest Environmental Utilities, 
LLC provide water and wastewater service to o w  Johnson Ranch Estates development. 
A legal description of the property is attached to this letter as Exhibit A. Johnson Ranch 
Estates, LLC will support any and all regulatory approvals necessary to providing water 
and sewer service to our development 

JOHNSON VCH WTATES, LLC 

Attachment: Exhibit A 

5230 € a & S b B ~ t d & v w &  S&200 
Sc&t&tkRz 85254 
(480) 998 -3300 Phdvtec 
(480) 483 -7908 FCW 



P 

JOHNSON RANCH ESTATES 







March 1,2013 

Southwest Environmental Utilities, LLC 
5230 E Shea Blvd, Suite 200 
Scottsdale A2 85254 

Re: Florence Crossing land Partners, LLC 
- t.56 acres a t  Hwy 79 and Kelvin HWy, Florence Arizona 

Mr. Johnson, 

Florence Crossing Land Partners, LLC hereby requests that southwest Environmental Utilities provide 
water and wastewater service to  our Florence Crossing PAD development. A legal description of the 
Property is attached to this letter as Exhibit A. Florence Crossing Land Partners, LLC Will support any and 
all regulatory approvals necessary to providing water 2nd sewer service to  our development 

Please call should you have further questions or need additional information. 

Regards, 

Maximillian Investment Company, LLC 
Managing Member of Florence Crossing Land Partners, LLC 

By: 
Matthew Werner, Its Manager 
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EXEJBlT "A" 
Parcel No. 1: 

Beginning at the East quarter corner of Section 12, Township 5 South, Range 9 East of the Gila and Salt 
River Base and Meridian, Pind County, Arizona, herein referred to as the True Point of Beginning of that 
property described as follows: 

Thence South 58 degrees 56 minutes 48 seconds West, for a distance of 133.73 feet; 

Thence South 30 degrees 50 minutes 19 seconds East, for a distance of 2,993.88 feet; 

Thence No& 89 degrees 36 minutes 16 seconds East, for a distance of 33.75 feet to a point on the EasterIy 
section line of said Section 12; 

Thence North 00 degrees 09 minutes 26 seconds Bast a distance of 2,649.61 feet to the True Point of 
Beginning. 

Parcel N o 2  

Beginning at the Southwest comer of Section 7, Township 5 South, Range IO East of the Gila and Salt 
River Base and Meridian, Pinal County, Arizona, hereinafter referred to as the True Point of Beginning of 
that property described as follows: 

Thence North 00 degrees 13 minutes 35 seconds East, a distance of 51.74 feet to the Southeast comer of 
Section 12, Township 5 South, Range 9 East; 

Thence North 00 degrees 09 nlinutes 26 seconds East, aIong the WesterIy line of said Section 7, for a 
distance of 1,155.36 feet; 

Thence South 26 degrees 07 minutes 45 seconds East, for a distance of 56.83 feet 

Thence South 03 degrees 18 minutes 32 seconds East for a distance of 172.05 feet; 

Thence South 06 degrees 04rninutes 06 seconds West, for a distance of 109.93 feet; 

Thence South 01 degree 29 minutes 30 seconds East, for a &stance of 181.67 feet; 

Thence South 50 degrees 03 minutes 31 seconds East, for a distance of 84.44 feet; 

Thence South 39 degrees 18 minutes 23 seconds East, for a distance of 257.76 feet; 

Thence South 18 degrees 00 minutes 04 seconds East, for a distance of 237.67 feet; 

Thence South 24 degrees 28 minutes 37 seconds East, for B distance of 115.00 feet; 

Thence South 15 degrees 34 minutes 40 seconds East, for a distance of 107.89 feet, to a point on the 
Southerly line of said Section 7; 
Thence South 89 degrees 17 minutes 08 seconds West, for a distance of 409.56 feet, along the Southerly 
line of said Section 7 to the Southwest comer of said Section 7 and the True Point of Beginning. 
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Southwest Environmental Utilities, LLC 
Preliminary Engineering Design Report 



Engineering . Planning 
Surveying Urban Design 
Landscape Architecture ' 

October 16,201 3 

Mr. Daniel Hodges 
Southwest Environmental Utilities, LLC 
5230 E. Shea Blvd., Ste. 200 
Scottsdale, AZ 85251 

Subject: Southwest Environmental Utilities, LLC 
CC&N Expansion 

Dear Mr. Hodges: 

This letter identifies the water demand, as well as sewer flow and plant requirements, for the 
property located within the CC&N area requested by Southwest Environmental Utilities, L.L.C. It 
also lists the associated costs for installing the necessary infrastructure in response to 
comments received from the Arizona Corporation Commission (ACC) in its review of Southwest 
Environmental Utilities, LLC application for a water and sewer service area. 

It is our assumption that the application for the Approval to Construct would be submitted to 
ADEQ upon approval of the CC&N application. 

1. Development Phasing 

Phase I consists of the following development parcels located within Johnson Ranch Estates: 
Parcels B, C, D, E, F, G, H, I, J, K, Z, AA, BB, CC, DD, EE, FF, MM, and NN. These areas 
consist of the following uses: residential (a variety of different types and densities), mixed use, a 
town square, an equestrian facility and a wastewater treatment plant. It is anticipated that 
construction of this initial phase will begin in June 2014. Please refer to Appendix A: 
Conceptual Land Use Plan and Phasing Plan for the location of the above-listed parcels and the 
phasing of the project. 

Phase II within the requested CC&N area is anticipated to be under construction in the year 
2017. This property will be developed with primarily residential and commercial land uses. 
Please refer to Appendix A: Conceptual Land Use Plan and Phasing Plan for the location of 
Phase 11. 

2. Water System 

The water demands for the phases are shown in the following tables and are based on the 
Southwest Environmental Utilities LLC Design Guide and Standard Details (August 201 3): 

E n g i n e e r i n g  P l a n n i n g  S u r v e y i n g  - U r b a n  D e s i g n  L a n d s c a p e  A r c h i t e c t u r e  
O f f i ces  located in Tucson. Phoenix, Flagstaff.  Las Vegas E-mail .  :ucson@wlbgroup.com 
4444 East  B r o a d w a y  . Tucson, Arizona 85711 (520) 881-7480 - FAX (520) 881-7492 

mailto:ucson@wlbgroup.com


Mr. Daniel Hodges 
October 16,201 3 

Page 2 

Water Use: 

2.6 people/DU @ 100 gallons per day (gpd) 
Average Day (AD) = 2.6 x 100 = 260 gallons per unit per day (gpud) 
Peak Day (PD) = 2 x AD = 520 gpud 
Peak Hour (PH) = 3.5 x AD = 91 0 gpud 
Commercial - AD = 1500 gallons per acre per day (gpad) 

P D = 2 x A D  
PH = 3.5 x AD 

SUDDlV 

Wells: Minimum supply from wells pumping to storage to meet peak day. 

Booster: Minimum booster capacity without elevated storage to meet peak hour (PH) 
demand plus fire flow (FF). 

St o r aa e : 

Usable volume equal to AD minimum (50% PD) per ADEQ + fire flow (FF) with 
minimum FF of 2 hours @ 1000 gpm = 120,000 gal. May be reduced per R18-5-503. 
With well @ PD, provide minimum AD storage at ground storage tanks with boosters 
to meet PH. Provide well, storage tank and booster at each water plant. 

PiDe Sizes: 

Sized for PH with provisions for fire flow. 

L:\l11057\ACC\ACC Water and Sewer Ltr 10.16.2013.doc 



Mr. Daniel Hodges 
October 16, 201 3 
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L:\lll057\ACC\ACC Water and Sewer Ltr 10.16.2013.doc 



Mr. Daniel Hodges 
October 16, 201 3 
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Table 2 - Water Demands - Phase 2 (Balance of CC&N Area) 

Project Proposed Acreage Dwelling 
Units 

Florence Residential 
Majestic Ranch Commercial 

I 1,740 I 6,976 Totals I Phases1 & 2  I 

Unit Factor Avg. Daily Peak Daily Peak Hour 
Demand (gpd) Demand (gpd) Demand (gpd) 

~~ 

260 gpud 165,880 331,760 580,580 
1,500 gpad 22,500 45,000 78,750 

260 gpud 168,480 336,960 589,680 
1,500 gpad 16,500 33,000 57,750 

260 gpud 65,000 130,000 227,500 
1,500 gpad 13,500 27,000 47,250 

260 gpud 1 1  1,280 222,560 389,480 
1,500 gpad _ _  _- _- 

260 gpud 31,200 62,400 109,200 
1,500 gpad _ _  -- -- 

260 gpud 163,280 326,560 571,480 
1,500 gpad _ _  _- -- 

260 gpud 621,400 1,242,800 2,174,900 
1,500 gpad 33,000 66,000 1 15,500 

1,412,020 2,824,040 4,942,070 
(981 gpm) (1,961 gpm) (3,432 gpm) 
1,915,760 3,831,520 6,705,160 

(1,330 gPm) (2,661 gpm) (4,656 gpm) 

Water System Improvements 

The proposed spine water system improvements are shown on the Conceptual Master Water 
Plan located in Appendix B of this document. This infrastructure has been designed to meet the 
water demand of the CC&N area. 

The following system improvements are required for Phase 1 of the CC&N area: 

Production will be provided by two wells capable of producing approximately 750 
gpm each. 
2 water plants with 0.5 MG storage reservoirs and a total of 1,225 gpm of booster 
pumping capacity. 

L:\111057\ACC\ACC Water andsewer Ltr 10.16.2013.d~ 
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Min. Total Min. Total 
Booster Spine Water 

Line 'Iants Capacity Capacity 

Phase 1 13,000 LF* 2 1.01 mgd 1,225 gpm 

Phase 2 25,000 LF* 2 2.72 mgd 3,305 gpm 

Wells Project Water 

Water distribution lines as follows: 
8" water line: 3,000+/- LF 
12" water line: 5,000+/- LF 
15" water line: 5,000+/- LF 
Phase 1 water lines totaling: 13,000+/- LF 

Total Storage 
Storage Provided 

0.624 MG 1 MG 

1.355 MG 1 MG 

The following total system improvements are required for Phases 1 and 2 of the CC&N area: 

Production will be provided by a total of four wells capable of producing 
approximately 750 gpm each. 
4 water plants totaling a minimum of 2.0 MG of storage reservoirs with a total of 
4,530 gpm of booster pumping capacity. 
Water distribution lines as follows: 

8" water line: 2,000+/- LF 
12" water line: 23,000+/- LF 
Phase 1 and 2 water lines totaling: 38,000+/- LF 

*Linear footage is approximate. 

3. Wastewater System 

The sewer demands for the initial phases are shown in the tables below and are based on the 
Southwest Environmental Utilities Design Guide and Standard Details (August 201 3): 

Sewer Demand 

80 gallons per capita per day (gpcd) for all residential areas requiring sewers 
(ADW F) 
2.6 persons/du for all Family Community Residences 

L:\ll1057MCC\ACC Water and Sewer Ltr 10.16.2013.doc 



Mr. Daniel Hodges 
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Total Acres Comm. Number 

Acres Comm. 1000 gpad 
Project No. of Of DU 

Johnson 
Ranch 41 3 11 11,000 1,359 
Estates 

(Phase 1) 

1,000 gallons per acre per day (gpad) for all commercial (ADWF) 
3.0 Peaking Factor for all commercial (PDWF) 
250 gpad for wet weather flow infiltration and inflow 

DU x Total AD 
187.2 + 
gpud Comm. 

254,405 265,405 

Note: ADWF = Average Dry Weather Flow 
PDWF = Peak Dry Weather Flow 
WWF =Wet Weather Flow 

Total AD 
gpud +Comm. 

Comm. Total Acresof Flow@ 
Acres Comm' 1000 gpad 

Number 187.2 Of DU Project No. 

Johnson 
Ranch 
Estates 

(Phase 2) 

0.458 
MG 

0.080 
MG 

0.056 
MG 

0.132 
MG 

0.134 
MG 

699 11 1 1,000 2,390 447,408 

Sunaire 108 0 0 428 80,122 

45 9 9,000 250 46,800 Florence 
Crossing 

Majestic 134 11 1 1,000 648 121,306 
Ranch 

Florence 
Majestic 154 15 15,000 638 1 19,434 
Ranch 

Sewaae Treatment Plant 

o/o of Total 
AD+ 

Comm. 

45.80% 

8.0% 

5.60% 

13.2% 

13.4% 

Per the Southwest Environmental Utilities Design Guide and Standard Details (August 
201 3), the plant is sized for minimum 187.2 gpud + commercial @I 1,000 gpad. 

Table 4 - Sewer Flow and Plant Requirements - Phase 1 
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Redstone 
Ranch 

Florence 157 

Totals 

2.20% 0.022 
MG 

0.1 18 
MG 

30 0 0 120 22,464 

1 1.80% 

1,327 47 46,000 5,102 955,096 1 MG 100% 

157 0 0 628 11 7,562 

Table 6 - Sewer Flow and Plant Requirements - Phases 1 & 2 

Total No. 
Acres 

Phase 1 41 3 

Phase 2 1,327 

Totals 1,740 

Acres of Comm. Flow Number DU x 187.2 Total AD + 
Comm. @ 1000 gpad Of DU gpud Comm. 

11 1 1,000 1,874 350,813 361,813 

47 47,000 5,102 955,094 1,002,094 

58 58,000 6,976 1,305,907 1,363,907 

Sewer System Improvements 

The proposed spine sewer system improvements are shown on the Conceptual Master Sewer 
Plan located in Appendix C of this document. This infrastructure has been designed to meet the 
sewer demand of the CC&N area. 

The following system improvements are required for Phase 1 of the CC&N area: 

300,000 gpd (0.3 MGD) wastewater treatment plant employing the sequencing batch 
reactor (SBR) process. 
Gravity sewer mains as follows: 

8" gravity main: 1,500+/- LF 
10" gravity main: 6,000+/- LF 
12" gravity main: 3,500+/- LF 
15" gravity main: 3,000+/- LF 
Phase 1 gravity sewer mains totaling: 14,000+/- LF 

No lift stations are required in this phase. 

The following total system improvements are required for Phases 1 and 2 of the CC&N area: 

Minimum of 1.3 MGD wastewater treatment plant. 
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Force 
Main 

Spine 
Project Gravity 

Sewer Line 

Gravity sewer mains as follows: 
8" gravity main: 16,000+/- LF 
1 0  gravity main: 7,000+/- LF 
12" gravity main: 3,500+/- LF 
15" gravity main: 3,000+/- LF 

Two lift stations. 

8" force mains totaling approximately 7,000 linear feet. 
Phase 1 and 2 sewer mains totaling: 36,500+/- LF 

Lift 
Stations 

Table 7 - Sewer System Spine Infrastructure - Phases 1 & 2 

I Phase 1 I 14,000 LF* I N/A I N/A 

Total 

*Linear footage is approximate. 

4. Estimated Cost of System Improvements 

Construction cost estimates for the above-mentioned infrastructure were prepared by Specific 
Engineering, LLC and are included in the original application for a CC&N expansion. Please 
refer to this application for this information. 

Should you have any questions, please feel free to contact me. 

Sincerely, 

THE WLB GROUP, INC. 

William C. Walker, PE, RLS 
Principal 
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Conceptual Land Use and Phasing Exhibit 
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Appendix B 
Preliminary Water Design Concept 
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Legend of Symbols 
I I I I I I I PROPOSED WATER MAIN 

0W-Z PROPOSED WATER 
PLANT, WHICH 
INCLUDES WELL, 
STORAGE TANK AND 
BOOSTER STATION 
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Appendix C 
Preliminary Sewer Design Concept 



Legend of Symbols 
I I I +I I I PROPOSED SEWER MAIN 

I I I I I I I PROPOSED RECLAIMED LINE 

0 PROPOSED LIFT STATION 

@ TREATMENT PLANT (WWTP) 

SURFACE FLOW 
DIRECTION 

PROPOSED WASTEWATER 
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Appendix C 
Construction Cost Estimates 



Sewer Construction Costs 



ENGINEER'S OPINION OF PROBABLE COST 
PROJECT: JOHNSON RANCH ESTATES- INFRASTRUCTURE 
10121 I1 3 
OFFSITE SEWER INFRASTRUCTURE 

PROJECT NO. 3200A001 
NO. of LOTS: N.A. 
BY: SOUTHWEST ENVIRONMENTAL UTILITIES, LLC 

Unit Description TOTAL Approximate 
Unit Price nllantik 

WRP-I .3 MGD PLANT 

15" SDR 35 PVC PIPE 

~ 

LS 1,300,000 10.00 $13,000,000.00 

I om $32.00 $126,720.00 LF 

12" SDR 35 PVC PIPE 

10" SDR 35 PVC PIPE 

112" B O O  DR 18 PVC 150 PSI (PURPLE PIPE) I LF I A ~ M  I $22.00 I $88,000.00 I 

~ _ _ _ _  

LF 3,960 $25.00 $99,000.00 

LF 7 2MI $18.00 $130,680.00 

7,900 $13.00 $102,700.00 8" SDR 35 PVC PIPE 

4' DIA MANHOLE EA 21 $2,600.00 $54,600.00 

5' DIA MANHOLE EA 16 $3,000.00 $48,000.00 

LF 

IRECLAIM LIFT STATION I EA I 1 I 550,000.00 I $550,000.00 I 

8" (300 DR 18 PVC 150 PSI (PURPLE PIPE) 

LIFT STATIONS 

8 " FORCE MAlNS 

~ _____ 

LF 6,400 $18.00 $115,200.00 

EA 2 200,000.00 $400,000.00 

6,400 20.00 $128,000.00 LF 

Note: Specific Engineering LLC has no control ova  the costs of labor, materials or equipment or o v a  any contractor's method of determining prices or ova  competitive 
bidding or market conditions. Consequently, the =ha te s  of cast contained herein repseseot Specific Engineering, LLC's opiNons of probable cost and are made solely on 
the basis of experience and qualifications and represent only a best judgement as a design professional familiar with the construction indusw. Specifc Engineering, LLC cannot 
and does not guarantee that proposals, bids or final consmction costs will not vary from opinions of probable cost prepared by Specific Engineering, LLC. 

SUBTOTAL 

JRE Offsite Sewer Costs 

$14,842,900.00 



PRELIMINARY CONSTRUCTION ESTIMATE PROJECT NO. 

PROJECT : SOUTHWEST ENVIRONMENTAL UTILITIES NO. of LOTS: N/A 

Approximate 
Unit Price Description I unit I Quantity I 

DATE: 10/2 1 /I 3 BY: SOUTHWEST ENVIRONMENTAL UTILITIES, LLC 

TOTAL 1 
JOHNSON RANCH ESTATES-PARCEL B 

JOHNSON RANCH ESTATES-PARCEL C 

JOHNSON RANCH ESTATES-PARCEL D 

JOHNSON RANCH ESTATES-PARCEL E-WRP 

JOHNSON RANCH ESTATES-PARCEL A I LS I 1 I 12,680.00 I $12,680.00 I 
LS 1 1 12,000.00 $1 12,000.00 

LS 1 369,600.00 $369,600.00 

LS 1 347,200.00 $347,200.00 

JOHNSON RANCH ESTATES-PARCEL G 

JOHNSON RANCH ESTATES-PARCEL H 

JOHNSON RANCH ESTATES-PARCEL I 

JOHNSON RANCH ESTATES-PARCEL F I LS I 1 I 134,400.00 I $134,400.00 I 
$368,200.00 LS 1 368,200.00 

LS 1 95,200.00 $95,200.00 

LS 1 102,200.00 $102,200.00 

JOHNSON RANCH ESTATES-PARCEL L 

JOHNSON RANCH ESTATES-PARCEL M 

JOHNSON RANCH ESTATES-PARCEL N 

~ ~ 

JOHNSON RANCH ESTATES-PARCEL J 

LS 1 421,400.00 $421,400.00 

LS 1 630,000.00 $630,000.00 

$350,000.00 LS 1 350,000.00 

I Ls I 

JOHNSON RANCH ESTATES-PARCEL P 

JOHNSON RANCH ESTATES-PARCEL Q 

JOHNSON RANCH ESTATES-PARCEL R 

JOHNSON RANCH ESTATES-PARCEL S 

JOHNSON RANCH ESTATES-PARCEL K I LS I 1 I 214,200.00 I $214,200.00 I 

LS 1 49,000.00 $49,000.00 

LS 1 19,3 80.00 $19,380.00 

LS 1 98,000.00 $98,000.00 

LS 1 595,000.00 $595,000.00 

JOHNSON RANCH ESTATES-PARCEL V 

JOHNSON RANCH ESTATES-PARCEL W 

JOHNSON RANCH ESTATES-PARCEL X 

1 I 53,200.00 I $53,200.00 I JOHNSON RANCH ESTATES-PARCEL 0 I Ls I 

LS 1 373,800.00 $373,800.00 

LS 1 57,400.00 $57,400.00 

LS 1 84,000.00 $84,000.00 

JOHNSON RANCH ESTATES-PARCEL T I Ls I $42,000.00 I 
JOHNSON RANCH ESTATES-PARCEL U I LS I 1 I 133,000.00 I $133,000.00 I 

JRE Onsite Sewer Costs 1 



PRELIMINARY CONSTRUCTION ESTIMATE PROJECT NO. 

PROJECT : SOUTHWEST ENVIRONMENTAL UTILITIES 

DATE: 10/21/13 BY: SOUTHWEST ENVIRONMENTAL UTILITIES, LLC 
ONSITE SEWER 

NO. of LOTS: N/A 

JOHNSON RANCH ESTATES-PARCEL Y 

JOHNSON RANCH ESTATES-PARCEL Z 

$459,200.00 LS 1 459,200.00 

LS 1 264,600.00 $264,600.00 

JOHNSON RANCH ESTATES-PARCEL AA 

JOHNSON RANCH ESTATES-PARCEL BB 

JOHNSON RANCH ESTATES-PARCEL CC 

JOHNSON RANCH ESTATES-PARCEL DD 

LS 1 86,800.00 $86,800.00 

LS 1 39,200.00 $39,200.00 

LS 1 1 12,000.00 $112,000.00 

LS 1 47,600.00 $47,600.00 

~ 

MAJESTIC RANCH 

~ ~~ ~ 

JOHNSON RANCH ESTATES-PARCEL EE 

Park 
JOHNSON RANCH ESTATES-PARCEL MM 

JOHNSON RANCH ESTATES-PARCEL NN 

FLORENCE MAJESTIC RANCH 

K A N L ~ ! - Y A K C E L  m r i a n  

I Ls I 1 I 933,600.00 I $933,600.00 I 

I ~~ 

LS 1 117,600.00 $1 17,600.00 

LS 1 70,000.00 $70,000.00 

LS 1 26,400.00 $26,400.00 

LS 1 936,140.00 $936,140.00 

FLORENCE CROSSING 

SUNAIRE 

FLORENCE 157 

REDSTONE RANCH 

 SUBTOTAL 

LS 1 373,140.00 $373,140.00 

$599,200.00 LS 1 599,200.00 

LS 1 879,200.00 $879,200.00 

LS 1 168,000.00 $168,000.00 

I $8.870.140.00 I 

Note: Specific Engineering LLC has no control over the costs of labor, materials or equipment or over any contractor's 

method of determining prices or over competitive bidding or market conditions. Consequently, the estimates of cost contained 

herein represent Specific Engineering, LLC's opinions of probable cost and are made solely on the basis of experience and 

qualifications and represent only a best judgement as a design professional familiar with the construction industry. Specific 

Engineering LLC cannot and does not guarantee that proposals, bids or final construction costs will not vary from opinions of 

probable cost prepared by Specific Engineering LLC. 

I TOTALS SHOWN ARE FOR ONSITE SEWER COSTS 

JRE Onsite Sewer Costs 2 
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PRELIMINARY CONSTRUCTION ESTIMATE PROJECT NO. 3200A001 

Description 

16" AWWA C900 DR 18 PVC 15Opsi 

12" AWWA C900 DR 18 PVC 1 5Opsi 

10" AWWA C900 DR 18 PVC 15Opsi 

8" AWWA C900 DR 18 PVC 15Opsi 

16" GATE VALVE, BOX & COVER 

PROJECT :Southwest Environmental Utilities Infrastructure NO. of LOTS: N/A 

Approximate 
Quantity Unit Unit Price TOTAL 

LF 6,580 45.00 $296,100.00 

LF 16,860 35.00 $590,100.00 

LF 2,640 28.00 $73,920.00 

LF 2,640 17.00 $44,880.00 

EA 9 2,200.00 $19,800.00 

1 0/2 1 /20 1 3 
OFFSITE WATER INFRASTRUCTURE 

BY: SOUTHWEST ENVIRONMENTAL UTILITIES, LL 

PVC WATER MAIN LOCATING TAPE 

WELL WITH WATER PLANT NO.l 

WATER PLANT NO.l-500,000 GAL STORAGE TANK 

WELL WITH WATER PLANT N0.2 

WATER PLANT N0.2-500,000 GAL STORAGE TANK 

WELL WITH WATER PLANT N0.3 

LF 28,720 0.85 $24,4 12.00 

LS 1 671,112.00 $671,112.00 

LS 1 600,000 .OO $600,000.00 

LS 1 671,112.00 $67 1,112.00 

LS 1 600,000.00 $600,000.00 

LS 1 671,112.00 $671,112.00 

112" GATE VALVE, BOX & COVER 

WATER PLANT NO. 4-500,000 GAL STORAGE TANK 

34 I 1,870.00 I $63,580.00 

-~ 

LS 1 600,000.00 $600,000.00 
I I 

ll0" GATE VALVE, BOX & COVER 4 I 1,350.00 I $5,400.00 

SUBTOTAL $6,206,200.01 

18" GATE VALVE, BOX & COVER 4 1  890.00 I $3,560.00 

-~~ ~ 

Note: Specific Engineering LLC has no control over the costs of labor, materials or equipment or over any contractor's 

method of determining prices or over competitive bidding or market conditions. Consequently, the estimates of cost contained 

herein represent Specific Engineering, LLC's opinions of probable cost and are made solely on the basis of experience and 

qualifications and represent only a best judgement as a design professional familiar with the construction industry. Specific 

Engineering LLC cannot and does not guarantee that proposals, bids or final construction costs will not vary from opinions of 

probable cost prepared by Specific Engineering LLC. 

~- ___ _ _ _ _ _ ~  

IWATER PLANT N0.3-500,000 GAL STORAGE TA&--I- LS I 1 600,000.00 $600,000.00 

 WELL WITH WATER PLANT NO. 4 

JRE Offsite Water Costs 



Approximat e 
Quantity Unit Price Unit TOTAL 

JOHNSON RANCH ESTATES-PARCEL C 

JOHNSON RANCH ESTATES-PARCEL D 
- 

LS 

LS 

~ ~~ ___ 

1 576,000.00 $576,000.00 

1 420,800.00 $420,800.00 

LS 

LS 

LS 

1 116,800.00 $1 16,800.00 

1 163,200.00 $163,200.00 

1 244,800.00 $244,800.00 

LS 

LS 

~ ~ ___ ~ 

1 720,000.00 $720,000.00 

1 400,000.00 $400,000.00 

LS 

LS 

LS 

1 60,800.00 $60,800.00 

1 56,000.00 $56,000.00 

1 42,000.00 $42,000.00 

LS 

LS 

1 112,000.00 $1 12,000.00 

1 680,000.00 $680,000.00 

LS 

LS 

1 152,000.00 $1 52,000.00 

1 427,200.00 $427,200.00 

LS 
~~ 

1 96,000.00 $96,000.00 

PRELIMINARY CONSTRUCTION ESTIMATE PROJECT NO. 
PROJECT : SOUTHWEST ENVIRONMENTAL UTILITIES NO. of LOTS: N/A 

DATE: 10/21 /I 3 BY: SOUTHWEST ENVIRONMENTAL UTILITIES, LLC 
ONSITE WATER 
I 

Description 

JOHNSON RANCH ESTATES-PARCEL A LS I 1 I 24,000.00 I $24,000.00 

I JOHNSON RANCH ESTATES-PARCEL B LS I 1 I 128,000.00 I $1 28,000.00 

JOHNSON RANCH ESTATES-PARCEL F 

JOHNSON RANCH ESTATES-PARCEL G 
- 

I JOHNSON RANCH ESTATES-PARCEL H LS I 1 I 108,800.00 I $1 08,800.00 

JOHNSON RANCH ESTATES-PARCEL K 

I JOHNSON RANCH ESTATES-PARCEL L LS I 1 I 481,600.00 I $48 1,600.00 
~~ ~ ~~ 

JOHNSON RANCH ESTATES-PARCEL M 

JOHNSON RANCH ESTATES-PARCEL N 

I JOHNSON RANCH ESTATES-PARCEL o 
~ ___ _ _ _ _ ~ _ _ _ _ _ _ _ _ _ _  

JOHNSON RANCH ESTATES-PARCEL P 

JOHNSON RANCH ESTATES-PARCEL Q 

LS I 1 1 48,000.00 I $48,000.00 JOHNSON RANCH ESTATES-PARCEL T 

JOHNSON RANCH ESTATES-PARCEL U 

JOHNSON RANCH ESTATES-PARCEL V 

JJOHNSON RANCH ESTATES-PARCEL w 1 I 65,600.00 I $65,600.00 LS I 
JOHNSON RANCH ESTATES -PARCEL X 

JRE Onsite Water Costs 1 



SCOTTSDALE, ARIZONA 85254 
Phone: (480.) 596- 6335 ,/’-’< _._l _I. 
f4X: (‘4RO) 596-6437 , . u l l x l & . A  “.*d-..h-.l....,- 

PRELIMINARY CONSTRUCTION ESTIMATE PROJECT NO. 
PROJECT : SOUTHWEST ENVIRONMENTAL UTILITIES NO. of LOTS: NIA 

Description Unit 

JOHNSON RANCH ESTATES-PARCEL Y LS 

JOHNSON RANCH ESTATES-PARCEL Z LS 

DATE: 10121 I1 3 BY: SOUTHWEST ENVIRONMENTAL UTILITIES, LLC 

Approximate 
Quantity Unit Price TOTAL 

1 524,800.00 $524,800.00 

1 302,400.00 $302,400.00 

LS 

LS 

I JOHNSON RANCH ESTATES-PARCEL AA 1 99,200.00 $99,200.00 

1 44,800.00 $44,800.00 
~ ~~ ~~~ 

JOHNSON RANCH ESTATES-PARCEL BB 

JOHNSON RANCH ESTATES-PARCEL CC 

LS 

LS 

LS 

LS 

1 54,400.00 $54,400.00 

1 134,400.00 $134,400.00 

1 7 8,400 .OO $78,400.00 

1 80,000.00 $80,000.00 

LS I 1 I 128,000.00 I $128,000.00 

LS 

LS 

LS 

JOHNSON RANCH ESTATES-PARCEL DD 

1 1,110,800.00 $1,110,800.00 

1 1,102,800.00 $1,102,800.00 

1 454,000.00 $454,000.00 

~ 

JOHNSON RANCH ESTATES-PARCEL EE 

~ 

REDSTONE RANCH 

FLORENCE 157 

JOHNSON RANCH ESTATES-PARCEL FF-Equestrian Park 

~ ~~ ~ ~ 

LS 1 192,000.00 $192,000.00 

LS 1 1,004,800.00 $1,004,800.00 

JOHNSON RANCH ESTATES-PARCEL MM 

JOHNSON RANCH ESTATES-PARCEL Nh’ 

TOTAL SHOWN IS FOR ONSITECOSTS 

Note: Specific Engineering LLC has no control over the costs of labor, materials or equipment or over any contractor’s 

method of determining prices or over competitive bidding or market conditions. Consequently, the estimates of cost contained 

herein represent Specific Engineering, LLC’s opinions of probable cost and are made solely on the basis of experience and 

qualifications and represent only a best judgement as a design professional familiar with the construction industry. Specific 

Engineering LLC cannot and does not guarantee that proposals, bids or final construction costs will not vary from opinions of 

probable cost prepared by Specific Engineering LLC. 

LS I 1 I 66,000.00 I $66,000.00 

FLORENCE CROSSING 

I SUNAIRE I LS I 1 I 684,800.00 I $684,800.00 

$12,004,400.00 SUBTOTAL 

JRE Onsite Water Costs 2 



PRELIMINARY CONSTRUCTION ESTIMATE PROJECT NO. 3200AOO 1 

PROJECT :Southwest Environmental Utilities Infrastructure 

10/2 1 /2013 

NO. of LOTS: N/A 

BY: SOUTHWEST ENVIRONMENTAL UTILITIES, LL 

Approximate 
Description Unit Price 

OFFSITE WATER INFRASTRUCTURE 

TOTAL 

16" GATE VALVE, BOX & COVER 

12" GATE VALVE, BOX & COVER 

10" GATE VALVE, BOX & COVER 

8" GATE VALVE, BOX & COVER 

PVC WATER MAIN LOCATING TAPE 

WELL WITH WATER PLANT NO.l 

116" AWWA C900 DR 18 PVC 15Opsi I LF I 6,580 I 

EA 9 2,200.00 $19,800.00 

EA 34 1,870.00 $63,580.00 

EA 4 1,3 50.00 $5,400.00 

EA 4 890.00 $3,560.00 

LF 28,720 0.85 $24,412.00 

LS 1 67 1,112.00 $671,112.00 

45.00 I $296,100 .OO 

SUBTOTAL 

112" AWWA C900 DR 18 PVC 150psi I LF I 16,860 I 

I $6,206,200.01 

35.00 I $590,100 .OO 

Note: Specific Engineering LLC has no control over the costs of labor, materials or equipment or over any contractor's 

method of determining prices or over competitive bidding or market conditions. Consequently, the estimates of cost contained 

herein represent Specific Engineering, LLC's opinions of probable cost and are made solely on the basis of experience and 

qualifications and represent only a best judgement as a design professional familiar with the construction industry. Specific 

Engineering LLC cannot and does not guarantee that proposals, bids or final construction costs will not vary from opinions of 

probable cost prepared by Specific Engineering LLC. 

I l O "  AWWA C900 DR 18 PVC 15Opsi I LF I 2,640 I 28.00 I $73,920.00 

18" AWWA C900 DR 18 PVC 15Opsi I LF I 2,640 I 17.00 I $44,8 80 .OO 

IWATER PLANTNO.l-5OFO GAL STORAGE TANK I LS I 1 I 600,000.00 I $600,000.00 

IWELL WITH WATER PLANT N0.2 I LS I 1 I 671,112.00 I $67 1,112.00 

IWATER PLANT N0.2-500,000 GAL STORAGE TANK I LS I 1 I 600,000.00 I $600,000.00 

IWELL WITH WATER PLANT N0.3 I I 1 I 671,112.00 I $671 ,I 12.00 

lWATERPLANTN0.3-500,000 GAL STORAGE TANK I LS I 1 I 600,000.00 I $600,000.00 

 WELL WITH WATER PLANT NO. 4 I LS I 1 I 671,112.00 I $67 1,112.00 

IWATER PLANTNO. 4-500,000 GAL STORAGE TANK I LS I 1 I 600,000.00 I $600,000.00 

JRE Offsite Water Costs 
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